REDUCED PRESSURE

BACKFLOW (R.P.B.) DEVICE

BRASS FITTINGS
(AS REQUIRED)
(TvP.)

BRASS UNION
BRASS FITTINGS \559
(AS REQUIRED)

BALL VALVE (2 TOTAL)
(SUPPLIED WITH R.P.B. ASSEMBLY)

BRASS STREET ELBOW
(TYP.)

8" MIN. (TYP.)

12" MIN. /—FINISH GRADE
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MAIN LINE FROM P.O.C.

SCH. 40 PVC MALE ADAPTER

MAIN LINE TO VALVES

ELEVATION VIEW
NO SCALE

NOTES:
1. EVENLY COAT METAL FITTINGS EXPOSED TO SOIL AND CONCRETE WITH 3M
SCOTCHRAP PIPE PRIMER AND THEN WRAP WITH 3M SCOTCHRAP NO. 51
BLACK TAPE (3/4” OVERLAP).
2. FOR SERVICE CONNECTION, REFER TO WATER & SEWER DEPARTMENT
STANDARD DETAILS.
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